Oconee 3

1Q/2007 Performance Indicators

Licensee's General Comments: none

Unplanned Scrams per 7000 Critical Hrs
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Notes
Unplanned Scrams per 7000 Critical Hrs | 2Q/05 | 3Q/05 |4Q/05 |1Q/06 | 2Q/06 | 3Q/06 |4Q/06 |1Q/07
Unplanned scrams 0 1.0 0 0 0 0 0 0
Critical hours 2183.0 | 2056.6 | 2209.0 | 2160.0 | 1381.3 | 2169.1 | 2209.0 | 2159.0
Indicator value [0} 1.1 0.8 0.8 0.9 0] [0} 0]

Licensee Comments: none




Scrams with Loss of Normal Heat Removal
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Notes
Scrams with Loss of Normal Heat Removal | 2Q/05 | 3Q/05 | 4Q/05 | 1Q/06 | 2Q/06 |3Q/06 |4Q/06 | 1Q/07
Scrams 0 0 0 0 0 0 0 0
Indicator value 0] [0} 0] [0} 0] [0} 0] [0}

Licensee Comments: none




Unplanned Power Changes per 7000 Critical Hrs
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Thresholds: White = 6.0

Notes
Unplanned Power Changes per 7000 Critical Hrs | 2Q/05 | 3Q/05 (4Q/05 | 1Q/06 | 2Q/06 |3Q/06 |4Q/06 | 1Q/07
Unplanned power changes 0 0 1.0 0 0 1.0 0 0
Critical hours 2183.0 | 2056.6 | 2209.0 | 2160.0 | 1381.3 | 2169.1 | 2209.0 | 2159.0
Indicator value 1.1 1.1 1.7 0.8 0.9 1.8 0.9 0.9

Licensee Comments: none




Safety System Functional Failures {PWR)
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Thresholds: White = 5.0

Notes
Safety System Functional Failures (PWR) [2Q/05 |3Q/05 |4Q/05 | 1Q/06 | 2Q/06 | 3Q/06 |4Q/06 |1Q/07
Safety System Functional Failures 0 0 0 0 0 0 0 0
Indicator value 1 [0} 0 [0} 0 [0} 0 [0}

Licensee Comments: none




Mitigating Systems Performance Index, Emergency AC Power System
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Notes
Mitigating Systems Performance Index, Emergency AC Power
System 2Q/05 [ 3Q/05 |4Q/05 |1Q/06 2Q/06 3Q/06 4Q/06 1Q/07
UAI (ACDF) 1.30E-07 | 1.40E-06| 4.70E-06 | 5.30E-06
-1.60E- -1.60E-
URI (ACDF) -2.00E-07 | -1.60E-06 06 06
PLE NO NO NO NO
-7.00E- -2.00E- 3.10E- 3.70E-
Indicator value 08 o7 06 06

Licensee Comments: none




Mitigating Systems Performance Index, High Pressure Injection System
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Thresholds: White > 1.00E-6 Yellow = 1.00E-5 Red > 1.00E-4

Notes
Mitigating Systems Performance Index, High Pressure Injection
System 2Q/05 [ 3Q/05 |4Q/05 |1Q/06 2Q/06 3Q/06 4Q/06 1Q/07
-5.50E- -5.50E- -5.50E- -5.50E-
UAI (ACDF) 08 08 08 08
URI (ACDF) 1.60E-07 | 1.60E-07 | 1.60E-07 | 1.60E-07
PLE NO NO NO NO

1.05E- 1.05E- 1.05E- 1.05E-
Indicator value o7 07 o7 o7

Licensee Comments: none




Mitigating Systems Performance Index, Heat Removal System
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Thresholds: White > 1.00E-6 Yellow = 1.00E-5 Red > 1.00E-4

Notes

Mitigating Systems Performance Index, Heat Removal System | 2Q/05 |3Q/05 |4Q/05 | 1Q/06 2Q/06 3Q/06 4Q/06 1Q/07
UAI (ACDF) 1.20E-07 | 3.40E-07 | 3.30E-07 | 3.90E-07
URI (ACDF) -2.30E-07 | -2.30E-07 | -2.30E-07 | -2.30E-07
PLE NO NO NO NO
Indicator value -1.10E-07 | 1.10E-07 | 1.00E-07 | 1.60E-07

Licensee Comments: none




Mitigating Systems Performance Index, Residual Heat Removal System
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Thresholds: White > 1.00E-6 Yellow = 1.00E-5 Red > 1.00E-4

Notes

Mitigating Systems Performance Index, Residual Heat

Removal System 2Q/05 [3Q/05 |4Q/05 | 1Q/06 2Q/06 3Q/06 4Q/06 1Q/07

UAI (ACDF) -6.30E-08 | -6.30E-08 | -6.30E-08 | -6.30E-08

URI (ACDF) -1.30E-07 | -1.30E-07 | -1.30E-07 | -1.30E-07

PLE NO NO NO NO
-1.93E- -1.93E- -1.93E- -1.93E-

Indicator value o7 o7 o7 o7

Licensee Comments: none




Mitigating Systems Performance Index, Cooling Water Systems
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Thresholds: White > 1.00E-6 Yellow = 1.00E-5 Red > 1.00E-4

Notes

Mitigating Systems Performance Index, Cooling Water Systems | 2Q/05 | 3Q/05 |4Q/05 | 1Q/06 2Q/06 3Q/06 4Q/06 1Q/07
UAI (ACDF) 1.40E-07 | 1.30E-07 | 1.20E-07 | 6.40E-08
URI (ACDF) -2.80E-08 | -2.80E-08 | -2.80E-08 | -2.80E-08
PLE NO NO NO NO
Indicator value 1.12E-07 | 1.02E-07 | 9.20E-08 | 3.60E-08

Licensee Comments: none
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Reactor Coolant System Activity
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Thresholds: White > 50.0 Yellow > 100.0

Notes
Reactor Coolant
System Activity 4/05 5/05 6/05 7/05 8/05 9/05 10/05 11/05 12/05 1/06 2/06 3/06
Maximum activity 0.005534 | 0.005064 | 0.005283 | 0.005216 | 0.005526 | 0.006457 | 0.006035 | 0.006506 | 0.006345 | 0.006159 | 0.006421 | 0.006087
Technical
specification limit 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0
Indicator value 0.6 0.5 0.5 0.5 0.6 0.6 0.6 0.7 0.6 0.6 0.6 0.6
Reactor Coolant
System Activity 4/06 5/06 6/06 7/06 8/06 9/06 10/06 11/06 12/06 1/07 2/07 3/07
Maximum activity 0.009804 (0.000044 | 0.001921 | 0.026780 | 0.343800 |0.031170|0.033760 | 0.035910 {0.046310 | 0.040870 | 0.026800 | 0.022120
Technical
specification limit 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0
Indicator value 1.0 0 0.2 2.7 34.4 3.1 3.4 3.6 4.6 4.1 2.7 2.2

Licensee Comments: none
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Reactor Coolant System Leakage
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Thresholds: White > 50.0 Yellow > 100.0

Notes

Reactor Coolant System Leakage | 4/05 | 5/05 | 6/05|7/05|8/05|9/05|10/05|11/05|12/05|1/06 | 2/06 | 3/06
Maximum leakage 0.217/0.157|0.11710.191 |0.124 {0.143 | 0.146| 0.184| 0.159|0.248 0.9400.293
Technical specification limit 10.0| 10.0| 10.0| 10.0| 10.0| 10.0 10.0 10.0 10.0| 10.0| 10.0| 10.0
Indicator value 2.2 1.6 1.2 1.9 1.2 1.4 1.5 1.8 1.6 2.5 9.4 2.9
Reactor Coolant System Leakage | 4/06 |5/06 | 6/06 | 7/06 | 8/06 | 9/06 |10/06 |11/06 |12/06 | 1./07 | 2/07 | 3/07
Maximum leakage 0.423 0/0.197/0.181/0.298|0.184 | 0.220| 0.227| 0.590/0.185|0.169|0.161
Technical specification limit 10.0| 10.0| 10.0| 10.0| 10.0| 10.0 10.0 10.0 10.0| 10.0| 10.0| 10.0
Indicator value 4.2 0 2.0 1.8 3.0 1.8 2.2 2.3 5.9 1.9 1.7 1.6

Licensee Comments: none




Drill/Exercise Performance
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Notes

Drill/Exercise Performance | 2Q/05 | 3Q/05 | 4Q/05 | 1Q/06 | 2Q/06 | 3Q/06 | 4Q/06 | 1Q/07

Successful opportunities 25.0 49.0 9.0 28.0 32.0 32.0 7.0 39.0

Total opportunities 26.0 50.0 10.0 32.0 32.0 37.0 7.0 41.0

Indicator value 95.0%06 | 94.9%0 | 94.9% (94.2% | 94.6%  93.1%0 | 93.1%0 | 94.0%

Licensee Comments: none




ERO Drill Participation
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Notes

ERO Drill Participation 2Q/05 | 3Q/05 | 4Q/05| 1Q/06 | 2Q/06 | 3Q/06 | 4Q/06 | 1Q/07
Participating Key personnel | 154.0 151.0 |152.0 |152.0 150.0 |150.0 |159.0 |155.0
Total Key personnel 154.0 152.0 |153.0 |152.0 151.0 |151.0 |162.0 |161.0
Indicator value 100.0%b6 | 99.3%06 | 99.3%0 | 100.0%b6 | 99.3%0 | 99.3% (98.1% |96.3%

Licensee Comments: none
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Notes

Alert & Notification System | 2Q/05 | 3Q/05 | 4Q/05 | 1Q/06 | 2Q/06 | 3Q/06 | 4Q/06 | 1Q/07
Successful siren-tests 1620 1555| 1558| 1651| 1683| 1620| 1688 1684
Total sirens-tests 1625| 1560| 1557| 1653| 1690| 1625| 1690 1690
Indicator value 99.7% | 99.6% | 99.7% | 99.8% | 99.8% | 99.8% | 99.8% | 99.7%

Licensee Comments: none




Occupational Exposure Control Effectiveness
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Thresholds: White = 2.0 Yellow > 5.0
Notes
Occupational Exposure Control Effectiveness | 2Q/05 |3Q/05 |4Q/05 | 1Q/06 |2Q/06 | 3Q/06 | 4Q/06 |1Q/07
High radiation area occurrences 0 0 0 0 0 0 0 0
Very high radiation area occurrences 0 0 0 0 0 0 0 0
Unintended exposure occurrences 0 0 0 0 0 0 0 0
Indicator value [0} 0 [0} 0 [0} 0 [0} 0

Licensee Comments: none




RETS/O0DCM Radiological Effluent
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Thresholds: White > 1.0 Yellow = 3.0

Notes
RETS/0ODCM Radiological Effluent | 2Q/05 | 3Q/05 |4Q/05 | 1Q/06 | 2Q/06 |3Q/06 | 4Q/06 |1Q/07
RETS/ODCM occurrences 0 0 0 0 0 0 0 0
Indicator value [0} 0] [0} 0] [0} 0] [0} 0]

Licensee Comments: none

Physical Protection information not publicly available.
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