
Salem 2 

4Q/2009 Performance Indicators 

Licensee's General Comments: none 

 
 

 

 

 
 
Licensee Comments: none 

 
 

Unplanned Scrams per 7000 Critical Hrs 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

Unplanned scrams 0 1.0 0 0 0 0 0 0

Critical hours 1699.0 1228.5 2208.0 2209.0 2159.0 2184.0 2208.0 1544.3

         

Indicator value 1.7 1.9 1.0 1.0 0.9 0 0 0



 

 

Licensee Comments: none 

 
 

 
 

Unplanned Power Changes per 7000 Critical Hrs 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

Unplanned power changes 0 1.0 0 0 0 0 0 0

Critical hours 1699.0 1228.5 2208.0 2209.0 2159.0 2184.0 2208.0 1544.3

         

Indicator value 0 1.0 1.0 1.0 0.9 0 0 0



 

 

Licensee Comments: none 

 
 

 
 

Unplanned Scrams with Complications 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

Scrams with complications 0 0 0 0 0 0 0 0

         

         

Indicator value 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0



 

 

Licensee Comments: none 

 
 

 
 

Safety System Functional Failures (PWR) 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

Safety System Functional Failures 0 0 0 0 0 0 0 0

         

Indicator value 0 0 0 0 0 0 0 0



 

 

Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Emergency 
AC Power System 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, High 
Pressure Injection System 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Heat 
Removal System 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

UAI (ΔCDF) -8.30E-08 -4.70E-08 -4.70E-08 -4.70E-08 -4.70E-08 -4.70E-08 -4.70E-08 -4.70E-08

URI (ΔCDF) -2.90E-07 -2.30E-07 -2.20E-07 -2.20E-07 -2.20E-07 -2.10E-07 -2.10E-07 -1.80E-07
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Licensee Comments:  
 
4Q/09: Changed PRA Parameter(s). Reviewed PRA input data and verified no changes for 4th quarter. Believe an 
error was made when updating new PRA values for 1st quarter 2010. In addition, the Unreliability Index 
degraded due to the failure of the #22 train Residual Heat removal pump recirculation valve. 

 
 

 
 

Mitigating Systems Performance Index, Residual 
Heat Removal System 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Cooling 
Water Systems 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09
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Licensee Comments: none 

 
 

 
 

Reactor 
Coolant 
System 
Activity 1/08 2/08 3/08 4/08 5/08 6/08 7/08 8/08 9/08 10/08 11/08 12/08

Maximum 
activity 0.001260 0.001320 0.001110 0.001110 0.001110 0.000549 0.000423 0.000441 0.000428 0.000401 0.000532 0.000457

Technical 
specification 
limit 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0

             

Indicator 
value 0.1 0.1 0.1 0.1 0.1 0.1 0 0 0 0 0.1 0

Reactor 
Coolant 
System 
Activity 1/09 2/09 3/09 4/09 5/09 6/09 7/09 8/09 9/09 10/09 11/09 12/09

Maximum 
activity 0.000503 0.000726 0.000573 0.000594 0.000550 0.000589 0.000593 0.000574 0.000700 0.000612 0.000221 0.000250

Technical 
specification 
limit 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0

             

Indicator 
value 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0.1 0 0



 

 

Licensee Comments: none 

 
 

 
 

Reactor Coolant System Leakage 1/08 2/08 3/08 4/08 5/08 6/08 7/08 8/08 9/08 10/08 11/08 12/08

Maximum leakage 0 0 0.066 0 0.070 0.050 0.070 0 0 0.067 0.138 0.090

Technical specification limit 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0

             

Indicator value 0 0 0.7 0 0.7 0.5 0.7 0 0 0.7 1.4 0.9

Reactor Coolant System Leakage 1/09 2/09 3/09 4/09 5/09 6/09 7/09 8/09 9/09 10/09 11/09 12/09

Maximum leakage 0.223 0.260 0.170 0.230 0.243 0.310 0.438 0.459 0.511 0.490 0 0

Technical specification limit 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0

             

Indicator value 2.2 2.6 1.7 2.3 2.4 3.1 4.4 4.6 5.1 4.9 0 0



 

 

Licensee Comments: none 

 
 

 
 

Drill/Exercise Performance 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

Successful opportunities 32.0 35.0 65.0 72.0 35.0 49.0 70.0 96.0

Total opportunities 34.0 36.0 70.0 74.0 36.0 51.0 72.0 98.0

         

Indicator value 96.7% 97.0% 96.1% 96.2% 96.1% 95.9% 96.1% 96.4%



 

 

Licensee Comments: none 

 
 

 
 

ERO Drill Participation 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

Participating Key personnel 109.0 109.0 120.0 123.0 124.0 122.0 127.0 130.0

Total Key personnel 111.0 116.0 121.0 123.0 124.0 122.0 128.0 130.0

         

Indicator value 98.2% 94.0% 99.2% 100.0% 100.0% 100.0% 99.2% 100.0%



 

 

Licensee Comments: none 

 
 

 
 

Alert & Notification System 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

Successful siren-tests 497 497 497 497 497 497 497 497

Total sirens-tests 497 497 497 497 497 497 497 497

         

Indicator value 99.9% 99.9% 100.0% 100.0% 100.0% 100.0% 100.0% 100.0%



 

 

Licensee Comments: none 

 
 

 
 

Occupational Exposure Control Effectiveness 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

High radiation area occurrences 0 0 0 0 0 0 0 0

Very high radiation area occurrences 0 0 0 0 0 0 0 0

Unintended exposure occurrences 0 0 0 0 0 0 0 0

Indicator value 0 0 0 0 0 0 0 0



 

 

Licensee Comments: none 

 
 

 
 
Security information not publicly available.  
 

 
   
   
   
  

    Action Matrix Summary |  Inspection Findings Summary |  PI Summary |  Reactor Oversight Process  

Last Modified: January 22, 2010 

RETS/ODCM Radiological Effluent 1Q/08 2Q/08 3Q/08 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09

RETS/ODCM occurrences 0 0 0 0 0 0 0 0

         

Indicator value 0 0 0 0 0 0 0 0


