
Salem 1 

3Q/2010 Performance Indicators 

Licensee's General Comments: none 

 
 

 

 

 
 
Licensee Comments: none 

 
 

Unplanned Scrams per 7000 Critical Hrs 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

Unplanned scrams 0 0 0 0 0 0 0 1.0

Critical hours 1508.1 2159.0 2184.0 2208.0 2209.0 2159.0 1603.3 1812.2

         

Indicator value 0 0 0 0 0 0 0 0.9



 

 

Licensee Comments: none 

 
 

 
 

Unplanned Power Changes per 7000 Critical Hrs 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

Unplanned power changes 0 1.0 0 0 0 1.0 2.0 0

Critical hours 1508.1 2159.0 2184.0 2208.0 2209.0 2159.0 1603.3 1812.2

         

Indicator value 0.9 0.9 0.9 0.9 0.8 0.8 2.6 2.7



 

 

Licensee Comments: none 

 
 

 
 

Unplanned Scrams with Complications 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

Scrams with complications 0 0 0 0 0 0 0 0

         

         

Indicator value 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0



 

 

Licensee Comments: none 

 
 

 
 

Safety System Functional Failures (PWR) 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

Safety System Functional Failures 0 0 0 0 0 0 0 0

         

Indicator value 0 0 0 0 0 0 0 0



 

 

Licensee Comments:  
 
3Q/10: Risk Cap Invoked. 

 
 

 
 

Mitigating Systems Performance Index, Emergency 
AC Power System 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, High 
Pressure Injection System 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10
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Licensee Comments:  
 
3Q/10: Risk Cap Invoked. Salem Unit 1 experienced 2 valid MSPI failures this quarter associated with the Steam 
Driven Auxiliary Feed Water Pump which resulted in a reduction in Margin to White. 

 
 

 
 

Mitigating Systems Performance Index, Heat 
Removal System 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Residual 
Heat Removal System 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10
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Licensee Comments: none 

 
 

 
 

Mitigating Systems Performance Index, Cooling 
Water Systems 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10
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Licensee Comments: none 

 
 

 
 

Reactor 
Coolant 
System 
Activity 10/08 11/08 12/08 1/09 2/09 3/09 4/09 5/09 6/09 7/09 8/09 9/09

Maximum 
activity 0.000283 0.000118 0.000126 0.000114 0.000098 0.000188 0.000105 0.000110 0.000115 0.000202 0.000241 0.000255

Technical 
specification 
limit 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0

             

Indicator 
value 0 0 0 0 0 0 0 0 0 0 0 0

Reactor 
Coolant 
System 
Activity 10/09 11/09 12/09 1/10 2/10 3/10 4/10 5/10 6/10 7/10 8/10 9/10

Maximum 
activity 0.000213 0.000208 0.000233 0.000144 0.000246 0.000271 0.000137 0.000099 0.000190 0.000351 0.000185 0.000111

Technical 
specification 
limit 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0 1.0

             

Indicator 
value 0 0 0 0 0 0 0 0 0 0 0 0



 

 

Licensee Comments: none 

 
 

 
 

Reactor Coolant System Leakage 10/08 11/08 12/08 1/09 2/09 3/09 4/09 5/09 6/09 7/09 8/09 9/09

Maximum leakage 0 0 0.040 0.050 0 0 0 0 0 0 0 0

Technical specification limit 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0

             

Indicator value 0 0 0.4 0.5 0 0 0 0 0 0 0 0

Reactor Coolant System Leakage 10/09 11/09 12/09 1/10 2/10 3/10 4/10 5/10 6/10 7/10 8/10 9/10

Maximum leakage 0 0 0 0 0 0 0 0 0 0 0 0

Technical specification limit 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0 10.0

             

Indicator value 0 0 0 0 0 0 0 0 0 0 0 0



 

 

Licensee Comments: none 

 
 

 
 

Drill/Exercise Performance 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

Successful opportunities 72.0 35.0 49.0 70.0 96.0 68.0 55.0 53.0

Total opportunities 74.0 36.0 51.0 72.0 98.0 70.0 56.0 53.0

         

Indicator value 96.2% 96.1% 95.9% 96.1% 96.4% 96.6% 96.8% 97.6%



 

 

Licensee Comments: none 

 
 

 
 

ERO Drill Participation 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

Participating Key personnel 123.0 124.0 122.0 127.0 130.0 130.0 128.0 130.0

Total Key personnel 123.0 124.0 122.0 128.0 130.0 130.0 128.0 132.0

         

Indicator value 100.0% 100.0% 100.0% 99.2% 100.0% 100.0% 100.0% 98.5%



 

 

Licensee Comments: none 

 
 

 
 

Alert & Notification System 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

Successful siren-tests 497 497 497 497 497 497 495 496

Total sirens-tests 497 497 497 497 497 497 497 497

         

Indicator value 100.0% 100.0% 100.0% 100.0% 100.0% 100.0% 99.9% 99.8%



 

 

Licensee Comments: none 

 
 

 
 

Occupational Exposure Control Effectiveness 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

High radiation area occurrences 0 0 0 0 0 0 1 0

Very high radiation area occurrences 0 0 0 0 0 0 0 0

Unintended exposure occurrences 0 0 0 0 0 0 0 0

Indicator value 0 0 0 0 0 0 1 1



 

 

Licensee Comments: none 

 
 

 
 
Security information not publicly available.  
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RETS/ODCM Radiological Effluent 4Q/08 1Q/09 2Q/09 3Q/09 4Q/09 1Q/10 2Q/10 3Q/10

RETS/ODCM occurrences 0 0 0 0 0 0 0 0

         

Indicator value 0 0 0 0 0 0 0 0


